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Summary Report Requirements 
 
The 2023 summary Report for the Municipality of Dutton Dunwich Distribution system is 
submitted to satisfy the requirement to prepare and distribute a summary report of water 
quality as stipulated in Schedule 22 of 0. Reg. 170/03. 
 
As per O.Reg. 170/03, the summary report must: 
 

a) List the requirements of the Act, the regulations, the system's approval, drinking 
water works permit, municipal drinking water license and any orders applicable to 
the system that were not met at any time during the period covered by the report; 
and 
 

b) For each requirement referred to in clause (a) that was not met, specify the 
duration of the failure and the measures that were taken to correct the failure. 
 

The report must also include the following information for the purpose of enabling the 
owner of the system to assess the capability of the system to meet existing and planned 
uses of the system: 
 

a) A summary of the quantities and flow rates of the water supplied during the period 
covered by the report, including monthly average and maximum daily flows. 
 

b) A comparison of the summary to the rated capacity and flow rates approved in the 
system's approval, drinking water works permit or municipal drinking water license 
of if the system is receiving all its water from another system under an agreement, 
to the flow rates specified in the written agreement. 
 

The information provided is for the purpose of enabling the owner of the system to assess 
the capacity of the system. This report covers the period from January 1, 2023 to 
December 31, 2023. 
 
General Description of the Distribution System 
 
During this report period from January 1, 2023 to December 31, 2023 the System 
operates under a Drinking Water Works Permit 047-201, Issue Number 4 January 18th, 
2021. The Municipality of Dutton Dunwich Drinking Water License number is 047-101, 
Issue Number 3, January 18th, 2021. 
 
This annual report is prepared in accordance with Schedule 22 of Ontario Regulation 
170/03 by Municipal Staff. 
 
The Distribution System is made up of main supply lines in sizes of 200mm, 250mm, 
300mm and 350mm and distribution lines of 100 and 150mm.  There is approximately a 
total of 256,500 meters of waterline. The system had 2142 customers at the end of 
December 31, 2023 and serves a population of approximately 4,274 people.   
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The System also contains six (6) automatic flushers and approximately fifteen (15) 
sampling stations situated throughout the Municipality to assist with flows and testing 
procedures.  
 
Since December 2014, the Municipality of Dutton Dunwich has taken ownership and 
operation of the Iona Interconnect. The Iona Interconnect consists of two residual chlorine 
analyzers, one measuring residual of incoming water supply and one measuring outgoing 
water supply located at the boundaries of the Municipalities of Dutton Dunwich and 
Southwold on Talbot Line at Iona Road. This location also contains a flow meter, inter-
connection valve and chlorine injection. 
 
The system also contains a Water Storage Facility located in the Hamlet of Wallacetown.  
The Wallacetown Water Tower consists of one on-line chlorine analyzer measuring free 
chlorine residuals, two chlorine pumps (one active and one standby), and one flow meter 
measuring the towers outflow.  
 
System Capacity 
 
The system has a design capacity of 4,242m3 per day in accordance with calculations 
made by Wybe Cnossen, P. Eng. 
 
You will find attached and marked Schedule "A" a summary of the Annual Consumption 
for 2023 showing an average daily flow of 1,227.48m3 down slightly from the previous 
year of 63.18m3. 
 

Compliance 
 
The Municipality of Dutton Dunwich had zero non-compliance issues in 2023 from the 
MECP inspection.  
  
Water Testing 
 
In accordance with the regulations the Municipality of Dutton Dunwich undertook a 
minimum of 16 tests per month for E.Coli, Total Coliforms. The regulations would require 
that we undertake a minimum of 12 tests per month. We are also required to take one 
Heterotrophic Plate Count (HPC) test every Week. 
 
At the time of the above tests were taken, the municipality also tested the Free Chlorine 
Residuals. 
 
During the year of 2023 there were no adverse Bacterial samples. 
 
The Municipality's reduced lead sampling is to be conducted as per Schedule "B". Lead 
samples were conducted in 2023. Results of the lead sampling along with pH and 
Alkalinity are shown in the  attached Annual Summary Report – Schedule “D”. 
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The Municipality is also required to test on a quarterly basis for Trihalomethanes and 
Haloacetic Acids (HAAs) and calculate the running annual averages from these tests.   
Changes to HHAs are indicated in Schedule “C” (attached).  Results of the samples taken 
in 2023 including the running annual averages are shown in the attached Annual Report 
- Schedule “D”. 
 
Water Loss 
 
The municipality in 2023 had a line loss of 22,293.00m3 or approximately 4.98%.  This is 
comprised of any unmetered water used for firefighting purposes and water used for line 
flushing to maintain 0.20mg/L of free chlorine in our distribution system.  Line loss for 
2023 is down 1.39% from the previous year. 
  
Main Breaks 
 
During the year of 2023 the Municipality did experience three (3) main breaks. Proper 
disinfection procedures were followed and documented as such. 
 
New Line Installation 
 
Some old service lines were replaced at the time repairs were needed i.e., leaks.  
 
One new automatic flushing device was added to the system to replace a 2” blow-off 
assembly on a dead end watermain.  This brings a total of six (6) automatic flushers into 
operation within the distribution system in 2023.  
 
There was 4 newer style sampling stations installed in 2023.  These sampling stations 
replaced older deteriorating models and will provide cleaner, smoother operations during 
sampling procedures.  
 
Annual Report 
 
You will find attached Schedule "D", a copy of the Annual Summary Report for 2023 which 
has also been posted on the Municipality's web site for viewing as well as copies have 
been made available to ratepayers at the Municipal Office. 
 
Treatment Chemical Used 
 
During the operation of the Water Distribution System Sodium Hypochlorite was 
introduced into the system at the Wallacetown Water Tower site.  Sodium Hypochlorite 
was also used at the Iona Interconnect to ensure that the Free Chlorine residuals were 
maintained at a proper level.  
  
No other chemicals were used to disinfect the water. 
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This report has been prepared on behalf of the Municipality of Dutton Dunwich by the 
following staff: 
 

• Tim Hansen, Manager of Water Operations 
 
Employee Declaration 
 
We the undersigned declare that the information provided in this report is true and that 
this report has been prepared to provide the Council of the Municipality of Dutton Dunwich 
the information in accordance with Tracy Johnson, CAO/Treasurer. 

 
 
 
                                                                                                                                        

Tim Hansen, Manager of Operations  Tracy Johnson CAO/Treasurer 
 

I certify this report has been reviewed by Council and has been accepted by a resolution 
of Council dated:   
  
 
 
 
 

Tracy Johnson CAO/Treasurer 
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SCHEDULE A – SUMMARY OF ANNUAL WATER CONSUMPTION 

 

 

 

03-4200-0008 03-4200-0006 03-4100-0020 03-4100-0003 03-4200-0009

MONTH WATER SALES

SERVICE 

CHARGE SEWAGE CAPACITY LATE PAY TOTAL Cu M

JANUARY 129.32 1.41-            195.64          43.78            166.51-     200.82           55.74            

FEBRUARY -53.68 221.50-        20.44-            107.30-          -          402.92-           23.14-            

-               

MARCH 233,619.73-       94,190.31-    77,249.00-      48,595.05-      -          453,654.09-     100,698.16-    

-               

APRIL 11,416.76         104.42-        350.02          119.77-          1,333.86-  10,208.73       4,921.02       

-               

MAY 296.26-             493.86-        160.60-          267.05-          201.40-     1,419.17-         127.70-          

-               

JUNE 249,510.42-       78,102.57-    76,034.58-      40,531.01-      16.77-       444,195.35-     107,547.59-    

-               

JULY 192.76-             267.19-        131.40-          258.52-          5.00-         854.87-           83.09-            

-               

AUG 632.62-             229.91-        268.64-          191.83-          5.00         1,318.00-         272.68-          

-               

Sept 293,521.83-       94,851.68-    103,167.84-    48,770.47-      -          540,311.82-     112,460.47-    

-               

Oct 9,955.35-          284.19-        6,143.68-       166.01-          1,567.22-  18,116.45-       3,814.31-       

-          -               

Nov 225,284.41-       79,251.94-    71,369.29-      40,672.56-      625.69-     417,203.89-     86,315.87-      

-               

Dec 1,586.51-          230.74-        1,181.95-       239.78-          5.97         3,233.01-         607.86-          

Total 1,003,107.49-    348,229.72-  335,181.76-    179,875.57-    3,905.48-  1,870,300.02-  406,974.10-    

Plus 2024 Unbilled 111,140.31-       39,097.62-    35,208.85-      20,065.13-      -          205,511.91-     42,582.49-      

Total 1,114,247.80-    387,327.34-  370,390.61-    3,905.48-  2,075,811.93-  449,556.60-    

 

NET WATER INCOME(1,114,247.80)   (387,327.34) (370,390.61)   -                (3,905.48) (2,075,811.93) (449,556.60)   

Unbilled

Meters read December 10th

Therefore 21 days remaining unbilled from December 

2/26/2024 - Mar 1 -288,364.04 -101,442.48 -91,352.69 -52060.88 -533,220.09

Prorated 37/96(est) -111,140.31 -39,097.62 -35,208.85 -20,065.13 -205,511.91

-150,237.93
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West Elgin

Graham Rd Marsh Line Total

Rate m^3 Total m^3 Total m^3 Total

Jan 1.06           20,047.00   21,249.82   92.00      97.52      20,139.00   21,347.34   

Feb 1.06           22,064.00   23,387.84   63.00      66.78      22,127.00   23,454.62   

Mar 1.06           24,273.00   25,729.38   74.00      78.44      24,347.00   25,807.82   

Apr 1.06           20,510.00   21,740.60   100.00    106.00    20,610.00   21,846.60   

May 1.06           16,728.00   17,731.68   82.00      86.92      16,810.00   17,818.60   

Jun 1.06           23,061.00   24,444.66   123.00    130.38    23,184.00   24,575.04   

Jul 1.06           23,966.00   25,403.96   239.00    253.34    24,205.00   25,657.30   

Aug 1.17           19,634.00   22,971.78   988.00    1,155.96 20,622.00   24,127.74   

Sep 1.17           20,459.00   23,937.03   1,139.00  1,332.63 21,598.00   25,269.66   

Oct 1.17           26,751.00   31,298.67   1,211.00  1,416.87 27,962.00   32,715.54   

Nov 1.17           13,497.00   15,791.49   190.00    222.30    13,687.00   16,013.79   

Dec 1.17           13,608.00   15,921.36   664.00    776.88    14,272.00   16,698.24   

244,598.00  269,608.27  4,965.00  5,724.02 249,563.00  275,332.29 

Southwold

Rate m^3 Total

Jan 2.01           13,984.40   28,108.64   28108.64

Feb 2.01           4,190.70     8,423.31     8423.31

Mar 2.01           18,608.80   37,403.69   37403.69

Apr 2.01           16,620.60   33,407.41   33407.41

May 2.01           17,411.90   34,997.92   34997.92

Jun 2.01           16,918.10   34,005.38   34005.38

Jul 2.01           17,493.60   35,162.14   35162.14

Aug 2.01           17,563.70   35,303.04   35303.04

Sep 2.01           23,511.00   47,257.11   47257.11

Oct 2.01           17,279.20   34,731.19   34731.19

Nov 2.01           16,208.80   32,579.69   32579.69

Dec 2.13           18,677.90   39,783.93   39783.93

198,468.71 401,163.45 401163.5

Total $ 676,495.74 20,642.10    

Total m^3 448,031.71 

685739.47
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F2023

Line Loss

Total Water Purchases Cubic meters

West Elgin Tab B 249,563           

Iona Interconnect 198,469           

Total Consumption 448,032      cubic meters

Total Water Sales Tab A 1,225,388.10- 

Water Rate 2.32/2.61

Total water sold in cubic meters 497,461.90-  cubic meters

Total Water Sold 497,461.90-  cubic meters

Line Loss Calculation

Purchases 448,031.71  cubic meters

Less:

Sold 497,461.90-  cubic meters

Construction Use -             cubic meters

Less: Auto Flushers 21,900.00-   cubic meters

Less: Fire Calls & Training 351.00-        cubic meters

Pool -             cubic meters

Roads Usage 42.00-          cubic meters

Roads Sweeper Usage -             cubic meters

Loss 22,293.00-   cubic meters

% of line loss -4.98%

Daily Consumption 1,227.48     
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SCHEDULE B – LEAD SAMPLING 
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SCHEDULE C – HALOACETIC ACIDS REPORT REQUIREMENTS – JAN 2020 
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 Schedule D – DRINKING WATER SYSTEM REGULATIONS O.Reg 17/03 
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